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ABSTRAK 
 

Laporan Kerja Praktek yang berjudul “Sistem Automatic Transfer Switch (ATS) di 

RSUD dr. Hendrikus Fernandez Larantuka”  berisi tentang kegiatan kerja praktek yang 

dilakukan oleh penulis dari tanggal 5 Juli 2021 s/d 5 Agustus 2021. Tujuan dilaksanakannya 

kerja praktek ini adalah Mengetahui dan mempelajari pengetahuan tentang pengalihan 

sumber listrik dan pendistribusian listrik di RSUD dr. Hendrikus Fernandes Larantuka. 

Salah satu tujuan dilaksanakannya kerja praktek ini adalah memenuhi persyaratan kelulusan 

mata kuliah Kerja Praktek pada jenjang pendidikan S1 Program Studi Teknik Elektro di 

Universitas Katolik Widya Mandala Surabaya.  

Metode yang digunakan dalam pelaksanaan kerja praktek yaitu Metode Observasi, 

Metode Diskusi dan Pengerjaan Tugas Perusahaan. Beberapa data hasil dari  metode-metode 

tersebut ialah pengalihan sumber listrik yang dilakukan dengan panel ATS dan distribusi 

listrik di rumah sakit tersebut. Penggunaan panel ATS bagi kelancaran dalam pengaliran 

listrik di RSUD dr Hendrikus Fernandez Larantuka, ditambah dengan penggunaan Genset 

400KVA yang dapat memenuhi kebutuhuan listrik satu wilayah rumah sakit. 

Beberapa hasil dari pengerjaan tugas kerja praktek adalah mengetahui penggunaan 

panel ATS yang berguna bagi kelancaran dalam pengaliran listrik di RSUD dr Hendrikus 

Fernandez Larantuka, ditambah dengan penggunaan Genset 400KVA yang dapat memenuhi 

kebutuhuan listrik satu wilayah rumah sakit.  

 

Keywords: Sistem Automatic Transfer Switch¸ Distribusi Listrik 
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ABSTRACT 
 

The Job Training Report entitled “Automatic Transfer Switch (ATS) System at RSUD dr. 

Hendrikus Fernandez Larantuka” contains practical work activities carried out by the author 

from July 5, 2021 to August 5, 2021. The purpose of this practical work is to know and 

learn knowledge about the transfer of electricity sources and distribution of electricity in 

RSUD dr. Hendrikus Fernandes Larantuka. One of the objectives of carrying out this 

practical work is to meet the requirements for passing the Practical Work course at the 

undergraduate level of the Electrical Engineering Study Program at the Widya Mandala 

Catholic University, Surabaya. 

The methods used in the implementation of practical work are the Observation Method, the 

Discussion Method and the Work of the Company's Tasks. Some of the data resulting from 

these methods are the transfer of the power source by ATS panels and the distribution of 

electricity in the hospital. The use of ATS panels for the smooth flow of electricity in Dr 

Hendrikus Fernandez Larantuka Hospital, coupled with the use of a 400KVA generator that 

can meet the electricity needs of one hospital area. 

Some of the results of the practical work assignments are knowing the use of ATS panels 

which are useful for smooth electricity supply at the dr Hendrikus Fernandez Larantuka 

Hospital, plus the use of a 400KVA generator that can meet the electricity needs of one 

hospital area. 

 

Keywords : Automatic transfer switch system, electricity distribution  
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