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ABSTRAK 

Pada zaman industri yang serba canggih dan cepat dibutuhkan protokol 

komunikasi yang mumpuni untuk menunjang kinerja dari proses industri. 

Salah satu dari protokol komunikasi yang menjadi primadona dalam dunia 

sistem kontrol industri adalah Foundation Fieldbus. Namun, kerentanannya 

terhadap gangguan dan kegagalan perangkat menjadi isu kritis dalam 

menjaga keandalan operasi sistem. Dalam konteks ini, skripsi ini berfokus 

pada analisis kinerja pada segmen Foundation Fieldbus H1 yang ada di PT 

Asia Pacific Rayon, dengan penekanan khusus pada dua parameter penting: 

noise dan jitter. Dalam sistem kontrol, khususnya dalam aplikasi real-time, 

penting untuk mengurangi efek dari noise (bising listrik) dan jitter. Hal ini 

mengharuskan penggunaan skema koreksi yang sesuai, yang dapat 

membantu meminimalkan dampak negatif dari parameter tersebut. Oleh 

karena itu, penelitian ini bertujuan untuk mengidentifikasi dan menganalisis 

sumber-sumber kerusakan atau kegagalan pada protokol komunikasi 

Foundation Fieldbus (FF) H1. Metode analisis yang digunakan akan 

mencakup studi literatur dan analisis kualitatif terhadap kegagalan 

komunikasi, penyebabnya, serta tindakan perbaikan yang telah diambil. Hasil 

dari penelitian ini memberikan gambaran mengenai pemanfaatan online 

diagnostic tool Plant Resource Manager (PRM) akan memberikan kualitas 

pemantauan kualitas kinerja Foundation Fieldbus yang baik dan 

memungkinkan tindakan pencegahan sebelum terjadi kerusakan lebih parah. 

Penelitian lebih lanjut juga disarankan terutama pada analisis delay atau 

keterlambatan yang diakibatkan oleh buruknya kualitas segmen atau jaringan 

Foundation Fieldbus.  

 

*Kata Kunci : Analisis, Foundation Fieldbus, PRM 
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ABSTRACT 

In the era of advanced and rapidly evolving industries, robust communication 

protocols are essential to support the performance of industrial processes. 

One of the favored communication protocols in the world of industrial control 

systems is Foundation Fieldbus. However, its vulnerability to disturbances 

and device failures has become a critical issue in maintaining the reliability 

of system operations. In this context, this thesis focuses on the performance 

analysis of Foundation Fieldbus H1 segments at PT Asia Pacific Rayon, with 

a specific emphasis on two crucial parameters: noise and jitter. In control 

systems, especially in real-time applications, it is important to mitigate the 

effects of noise (electrical interference) and jitter. This necessitates the use of 

appropriate correction schemes that can help minimize the negative impacts 

of these parameters. Therefore, this research aims to identify and analyze 

sources of faults or failures in the Foundation Fieldbus (FF) H1 

communication protocol. The analysis methods employed will encompass 

literature review and qualitative analysis of communication failures, their 

causes, and the corrective actions taken. The results of this research provide 

insights into the utilization of the online diagnostic tool Plant Resource 

Manager (PRM), which contributes to effective fieldbus performance quality 

monitoring and enables preventive measures before more severe damages 

occur. Further research is recommended, particularly focusing on the analysis 

of delays caused by the poor quality of Foundation Fieldbus segments or 

networks. 

 

*Keyword: Analysis, Foundation Fieldbus, PRM 
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